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Cert NO.GYJ20.1032
This is to certify that the product

Differential/Pressure Transmitter

manufactured by Endress + Hauser SE + Co. KG
(Address:Hauptstrasse 1, D-79689 Maulburg, Germany)

which model i Deltabar M PMDS55, Cerabar M PMC51/PMP51/55
< ells  Deltapilot M FMB30/51/42/53

Ex marking Ex iallC T3/T4/T6 Ga/Gb
product standard /

drawing number  960009234-D

has been inspected and certified by NEPSI, and that it conforms

to GB 3836.1-2010,GB 3836.4-2010,GB 3836.20-2010

This Approval shall remain in force until ~ 2025.03.05

Remarks 1.Conditions for safe use are specified in the attachment to this certificate.
2.Intrinsic safety parameters specified in the attachment to this certificate.
3.This certificate is also applicable for the product with the same type manufactured by
Endress+Hauser (Suzhou) Automation Instrumentation Co., Ltd. (address: Su Hong
Zhong Lu No.491, Suzhou-SIP, China)

Director W YN

National Supervision qn [ specﬁan Gentre for
Explosion Protection and Safety of Instrumentation

lssued Date 20200306 %< S
This Certificate is valid for products compatible with the documents and sa\mf:!efs“'a'ppr.mre?f:‘ti_):r NEPSI.

103 Cao Bao Road http://www.nepsi.org.cn Tel: +86 21 64368180
Shanghai 200233, China Email: info@nepsi.org.cn Fax: +86 21 64844580
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National Supervision and Inspection Centre for
Explosion Protection and Safety of Instrumentation

(GYJ20.1032) (Attachment | )

Attachment I to GYJ20.1032

(translation)
1. Description

Differential pressure transmitter typed Deltabar M PMDS55, pressure transmitters typed Cerabar M PMC51,
PMP51, PMP55 and Deltapilot M FMB50, FMB51, FMB52, FMB53, manufactured by Endress+Hauser
SE+Co.KG, has been certified by National Supervision and Inspection Center for Explosion Protection and Safety
of Instrumentation (NEPSI). This type of product accords with following standards:

GB 3836.1-2010 Explosive atmospheres-Part 1: Equipment-General requirements

GB 3836.4-2010 Explosive atmospheres-Part 4: Equipment protection by intrinsic safety"i"

GB 3836.20-2010 Explosive atmospheres-Part 20 Equipment with equipment protection level (EPL) Ga
The Ex marking is Ex ia I C T3/T4/T6 GalGb, its certificate number is GYJ20.1032.

2. Conditions for Safe Use

2.1 The external earth connection facility should be connected reliably.
2.2 The ambient temperature range is (-50 ~ +70)°C;

The relation between temperature class, ambient temperature and medium temperature is shown as
following:

3 Medium temperature
Temperature Ambient
cla temperat FMB50 FMB51 A PMD55 L
58 em ure
e FMB53 PMC51, PMP51

T6 =40°C <80°C <80°C =80°C <80°C <80°C
T4 <70°C <100°C <85°C <80°C <120°C <125°C 2
T3 <70°C <150°C

Note: ! Depending on the diaphragm seal used in model PMP55, a higher medium temperature is permitted.
For the details, refer to the relevant equipment manual.
2 Process temperature for models PMC51 and PMP51 with hygienic process connection< 150°C.
2.3 This product should be used in explosive gas atmospheres together with approved associated apparatus,

follow the instruction manual of this product and associated apparatus when connecting the wiring. Connect the
wiring terminals correctly.
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(GYJ20.1032) (Attachment [ )

2.4 The intrinsically safe parameters are shown as following:
2.4.1 Power supply and output circuit (terminal +, -)

Interface 4~20 mA:
Ui (V) li (mA) Pi(W) Ci(nF) Li(mH)
30 300 1 10 0
Interface Profibus PA or Foundation Fieldbus:
Ui (V) li (mA) Pi(W) Ci(nF) Li(p H)
24 250 1.2 5 10
17.5* 500" 55 B 10*

Note *: parameters satisfy the requirements of the FISCO devices.
2.4.2 Display connector

Uo=8.6V lo=39mA Po=124mW

Ui=8.5V li=7mA Pi=10mW Ci==0nF Li~=0mH
2.5 Connecting cable between the transmitter and associated apparatus should be insulated screen cable:
connect the cable screen functionally fo earth ground.
2.6 Optionally product Cerabar M and Deltapilot M may be provided with an extended sensor cable for the
separated housing, then a higher medium temperature is permitted. For the details, refer to the relevant
equipment manual.
2.7 The user shall not change the configuration in order to maintain/ensure the explosion protection performance
of this product. Any change may impair safety.
2.8 For installation, use and maintenance of this product, the end user should observe the instruction manual and
the following standards:
GB 50257-2014 "Code for construction and acceptance of electric device for explosion atmospheres and fire
hazard electrical equipment installation engineering”.
GB 3836.13-2013 “Explosive atmospheres- Part 13; Equipment repair, overhaul and reclamation’.
GBIT 3836.15-2017 “Explosive atmospheres- Part 15 Electrical installations design, selection and erection”,
GBIT 3836.16-2017 ‘Explosive atmospheres- Part 16: Electrical installations inspection and maintenance”,
GBIT 3836.18-2017 “Explosive atmospheres-Part 18: Intrinsically safe electrical systems”,

3. Manufacturer's Responsibility

3.1 Conditions for safe use, as specified above, should be included in the documentation the user is provided with.
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3.2 Manufacturing should be done according to the documentation approved by NEPSI.
3.3 Nameplate should at least include these contents listed below:

Ex
1) NEPSI logo

2) Ex marking

3) certificate number

4) ambient temperature range
5) medium temperature range

6) intrinsically safe parameters #3
. a;:—” 35
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National Supervision and Inspection Centre for
Explosion Protection and Safety of Instrumentation
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