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PRODUCTS

CLASS 2252 05 - PROCESS CONTROL EQUIPMENT

•  Data manager, Models RA33. RS33 and RH33, input supply rated 100-230 Vac (-15% / +10%), 50/60
Hz, 5.81W/23.36 VA; or 24 Vac (±50%), 50/60 Hz, 2.2 W/4.1 VA and 24 Vdc (-50% / +75%), 2W. Device
outputs consisted of 2 sets of relay contacts rated 250Vac, 3A or 30Vdc, 3A; Current-Output of 0/4 …20mA
+10%; Pulse Output of 22mA max; 2 Digital Output (open collector) of 30V, 120mA max. Pollution Degree 2,
Installation Category II.

APPLICABLE REQUIREMENTS

CAN/CSA-C22.2 No. 61010-1-04       -           Safety Requirements for Electrical Equipment for Measurement,
Control, and Laboratory Use, Part 1: General Requirements
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The products listed, including the latest revision described below, are
eligible to be marked in accordance with the referenced Certificate.

Product Certification History

Project Date Description

2397522 January 21, 2012 Data Manager Models RA33, RS33 and RH33 Certification with UL Test
Reports.


